Electric Reliability: Including Major Events*

2002 2003 2004 2005 2006 2007

NIPSCO

SAIFI 1.41 1.65 1.38 1.24 1.40 2.23

SAIDI 542.4 498.0 314.4 258.0 317.0 1073

CAIDI 384.7 301.8 227.8 208.0 227.0 480
PSI/Duke

SAIFI 1.57 1.58 1.66 1.59 1.63 1.41

SAIDI 170.0 201.0 255.0 282.0 203.0 178

CAIDI 109.0 128.0 153.0 177.0 125.0 126
IPL

SAIFI 1.17 0.90 0.81 0.90 1.07 0.76

SAIDI 132.9 98.0 76.7 66.5 105.2 46.99

CAIDI 113.3 108.4 94.1 73.9 98.0 61.7
Vectren

SAIFI 1.46 1.27 2.36 2.05 1.87 1.23

SAIDI 164.0 111.0 932.4 376.0 241.0 89

CAIDI 107.0 87.0 394.7 185.0 128.0 72
1&M

SAIFI 1.68 1.56 1.42 1.31 1.242 1.237

SAIDI 930.6 594.2 291.4 1,131.6 222.0 199.4

CAIDI 553.5 380.2 204.7 863.0 178.7 161.2
Notes

SAIFI: System Average Interruption Frequency Index; (# of customers who experience outage) / (total # of customers)
SAIDI: System Average Interruption Duration Index; (duration or time of service interruptions) / (total # of customers)
CAIDI: Customer Average Interruption Duration Index; (SAIDI) / (SAIFI)

*Major events are storms or weather events that are more destructive than normal storm patterns. Each utility tends to define
"major event" slightly differently.

**NIPSCO's 2007 report updated values for 2004-2006 based on accepted industry standard IEEE Std 1366 - the above values reflect the original reports.

Electric Reliability: NOT Including Major Events*

2002 2003 2004 2005 2006 2007

NIPSCO

SAIFI 1.15 1.45 1.24 1.24 1.40 1.06

SAIDI 196.2 350.4 238.2 258.0 317.0 180

CAIDI 170.6 241.7 192.1 208.0 227.0 169
PSI/Duke

SAIFI 1.36 1.22 1.21 1.27 1.32 1.23

SAIDI 134.0 127.0 124.0 138.0 136.0 133

CAIDI 98.0 103.0 102.0 109.0 103.0 109
IPL

SAIFI 1.03 0.79 0.71 0.90 1.07 0.76

SAIDI 73.8 65.7 53.2 66.5 105.2 46.99

CAIDI 72.0 83.2 74.5 73.9 98.0 61.7
Vectren

SAIFI 1.46 1.27 1.12 1.68 1.51 1.23

SAIDI 164.0 111.0 106.8 137.0 151.0 89

CAIDI 107.0 87.0 954 82.0 100.0 72
1&M

SAIFI 1.12 0.95 1.25 1.00 1.123 1.107

SAIDI 179.1 128.5 194.1 170.7 146.7 139.1

CAIDI 159.3 135.0 155.6 171.1 130.6 125.6
Notes

SAIFI: System Average Interruption Frequency Index; (# of customers who experience outage) / (total # of customers)
SAIDI: System Average Interruption Duration Index; (duration or time of service interruptions) / (total # of customers)
CAIDI: Customer Average Interruption Duration Index; (SAIDI) / (SAIFI)

*Major events are storms or weather events that are more destructive than normal storm patterns. Each utility tends to define
"major event" slightly differently.

**NIPSCOQ's 2007 report updated values for 2004-2006 based on accepted industry standard IEEE Std 1366 - the above values reflect the original reports.
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